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DEPARTMENT OF THE ARMY
Omaha District, Corps of Engineers

106 South 15th Street
Omaha, Nebraska 68102-1618

 _________________________________
 :NOTICE:  Failure to acknowledge :         Solicitation No. DACA45 02 R 0019
 :all amendments may cause rejec- :
 :tion of the offer.  See FAR     :         Date of Issue: 08 APRIL 2002
 :52.215-1 of Section 00100       :         Date of Receiving Proposals:
                                            23 MAY 2002

                                            Amendment No. 0002
                                            09 May 2002

SUBJECT:  Amendment No. 0002 to Request for Proposal Solicitation Package
For Construction of CONSTRUCT HYDRANT FUEL SYSTEM, GRAND FORKS AFB, NORTH
DAKOTA.  Solicitation No. DACA45 02 R 0019.  

TO:       Prospective Offerors and Others Concerned 

1. The specifications and drawings for subject project are hereby modified
as follows (revise all specification indices, attachment lists, and drawing
indices accordingly).  

a. Specifications.  (Descriptive Changes.)
 

1. SECTION 08810A-6, add the following new paragraphs:

“2.4 HEAT-TREATED GLASS

Heat-treated glass shall conform to the following requirements.

2.4.1 Tempered Glass

Tempered glass shall be kind FT fully tempered transparent flat
type, Class 1-clear, Condition A uncoated surface, Quality q3 -
glazing select coefficient conforming to ASTM C 1048 and GANA
Standards Manual.  Color shall be clear.

2.4.2 Laminated Glass   

Laminated glass  for exterior windows and doors  on the
Operations support building shall consist of two layers of
tempered glass, Class 1-clear Quality q3 - glazing select,
conforming to ASTM C 1036.  Glass shall be bonded together with
0.030 inch thick PVB interlayer under pressure, or alternatives
such as resin laminates, conforming to requirements of 16 CFR
1201 and ASTM C 1172. Color shall be clear.”
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b.  Drawings (Not Reissued).  The following drawing are revised as
indicated below with a latest revision date of 08 May 2002.  These drawings are
not reissued with this amendment. 

1. Drawing AF125-30-01-M2.01: Area A-2, delete “Hydrant hose
truck checkout station See details MD.06, and truck fill stand
sheet MD.07” and substitute "Hydrant hose truck checkout
station, See details MD.04 and truck fill stand sheet MD.03”  

2. Drawing AF125-30-01-E3.01: Revise drawing in accordance with
attached Sketch No.1. Sketch revises the Add/Relocate
telephone outlets and LAN outlets in rooms 104, 105, 106, 108,
109, 110, 111, and 116.

3. Drawing AF125-30-01-E5.01: Revise drawing in accordance with
attached Sketch No. 2. Sketch revises to increase size of LAN
conduits from 3/4" to 1".

 
 2. This amendment is a part of the proposing papers and its receipt shall be
acknowledged on the Standard Form 1442.  All other conditions and requirements
of the request for proposal remain unchanged.  If the proposals have been
mailed prior to receiving this amendment, you will notify the office where
proposals are received, in the specified manner, immediately of its receipt and
of any changes in your proposal occasioned thereby. 

a. Hand-Carried Proposals shall be delivered to the U.S. Army Corps
of Engineers, Omaha District, Contracting Division (Room 301), 106 South 15th
Street, Omaha, Nebraska 68102-1618.

b. Mailed Proposals shall be addressed as noted in Item 8 on Page
00010-1 of Standard Form 1442. 

3. Offers will be received until 2:00 p.m., local time at place of
receiving proposals, 23 MAY 2002. 

Attachments: 
Sketches listed in 1.b. above

U.S. Army Engineer District, Omaha 
Corps of Engineers 
106 South 15th Street 
Omaha, Nebraska 68102-1618 
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